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A.

REMOVE EXISTING LIGHT FIXTURES DESIGNATED IN THIS DRAWING AND
STORE IN LOCATION DESIGNATED BY THE COR.

ALL EXISTING WIRING, SWITCHES AND JUNCTION BOXES ARE TO REMAIN AND
BE REUSED.

ALL ELECTRICAL WORK IS TO BE PERFORMED BY A CERTIFIED ELECTRICIAN.

THE CONTRACTOR WILL SUBMIT A SCHEDULE TO THE COR FOR APPROVAL
PRIOR TO ANY CONSTRUCTION.

DEMO NOTES:
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INSTALLATION IN NEW PANEL.

DISCONNECT WIRING FROM ROOM GD112 TO GD113.

DISCONNECT AND REMOVE WIRING FOR SERVICE TO 2-G-A-12 AND 2-G-A-13 FOR
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